AIR CARGO BUILDING C, 100% CONSTRUCTION DOCUMENTS ISSUED FOR BID, NOVEMBER 25, 2014

/ [0 RAWMINLUMBING! SHEET LIST, DETAILS AND SCHEDULES
FIXTURE CONNECTION SCHEDULE P 1.1.1 PLUMBING SANITARY, STORM SEWER AND WATER
UNDERGROUND PIPING PLANS
MARK FIXTURE NOTES COLD WATER NOT WATER SOLIWASTE P 2.1.1 PLUMBING OPERATIONS LEVEL SANITARY, STORM
BRANCH | CONN. | BRANCH | CONN. | BRANCH | CONN. Sl ;
. » . . SEWER AND VENT PIPING PLANS
F-1 WATER CLOSET 1 1 1 4 4
1n | WATER CLOSET ) " " 4.. 4.. P 2.2.1 PLUMBING OFFICE LEVEL SANITARY, STORM SEWER
; . AND VENT PIPING PLANS
F-2 URINAL 3 W 5 5 5
; PIPING PLANS
F-3 LAVATORY (COUNTERTOP) 5 % ¥ B ¥ 2 19
F-4A || LAVATORY (WALL MOUNTED) 7 7 3% By % 2" 19 PLANS Hartsfield-Jackson \ Y
F-5 SERVICE SINK (FLOOR MOUNTED) 8 " 3 B % 3" 3" P 4.3.1 PLUMBING ROOF LEVEL PLANS Atlanta Internat|0na| A”’pOI’t
F-8 SHOWER 11 By i B i 2" 2" [N
|
NOTES »
1. WALL MOUNTED TOILET, FLUSH VALVE-SOLAR POWERED
HEERY INTERNATIONAL, INC. 999 MATRIX 3D
2. WALL MOUNTED TOILET, FLUSH VALVE-SOLAR POWERED., HANDICAPPED ACCESSIBLE PEACHTREE STREET, NE ATLANTA. A 3030¢
. , - . . ATLANTA. GA 30309 ATLANTA, GA 30303
. g PHONE:404.522.3801
3. WALL MOUNTED URINAL, FLUSH VALVE-SOLAR POWERED SHEET NUMBERING SYSTEM oo, P gtz
4. WALL MOUNTED URINAL, FLUSH VALVE -SOLAR POWERED, HANDICAPPED ACCESSIBLE. STEVENS & WILKINSON NG
100 PEACHTREE STREET NW, SUITE 2500
5. LAVATORY, SELF-RIMMING, COUNTERTOP MOUNTED. ATLANTA, GA 30303
P 1 1 1 e 104 521 6204
6. LAVATORY, SELF-RIMMING, COUNTERTOP MOUNTED WITH SENSOR FAUCET.,(HANDICAPPED ACCESSIBLE) LI mEm T
7. LAVATORY, WALL MOUNTED, WITH SENSOR FAUCET.,(HANDICAPPED ACCESSIBLE) SECTOR INDICATOR (OPTIONAL) SOUTHEASTERN ENGINEERING, INC. (SEI)
/ / ' ! ! K SEQUENCE NUMBER / FLOOR NUMBER 2470 SANDY PLAINS ROAD
CTen GRAT DISCHARGE PPN % IR % 8. JANITOR SINK, FLOOR MOUNTED STAINLESS STEEL SHEET TYPE DESIGNATOR SHONE. 170321 355
v . oo - - . . v . s PHONE: 770.321.3936
STEEL GRATE DISCHARGE PIPING / ] DISCIPLINE DESIGNATOR FAX: 770.321.3935
SEE FLOOR PLANS FOR 9. SINK (STAINLESS STEEL) - BREAK ROOM
CONTINUATION
10. WALL HUNG ELECTRIC WATER COOLER.
SUMP PUMP FORCED MAIN GAS MAIN SH EET TYPE DES|GNATOF\)
) ) c 11. TILE SHOWER BY ARCHITECT-SHOWER HEAD AND VALVE ONLY (HANDICAPPED ACCESSIBLE)
7o JOTTITTTTI 71 # DESCRIPTION
STEEL / . 0 GENERAL
ANGLE 8 -~ SEE FLOOR PLAN 1 SANITARY, STORM AND WATER UNDERGROUND PLANS
| GATE VALVE GRAVITY DRAIN FOR SIZES 2 SANITARY, STORM SEWER AND VENT PIPING PLANS
U
CHECK VALVE o 3 DOMESTIC WATER PIPNG PLANS
“ 4 STORM AND VENT PIPING PLANS
INION GAS REGULATOR GENERAL NOTES: 5 SCHEMATIC DIAGRAMS
R \ 1. THESE DRAWINGS ARE DIAGRAMMATIC ONLY AND ARE NOT TO BE SCALED. REFER TO ° DETAILS OR DIAGRAM
" ARCHITECTURAL DRAWINGS FOR EXACT DIMENSIONS AND LOCATIONS. 7 EQUIPMENT SCHEDULES
| | SR 2. COORDINATE PIPE ROUTING WITH DUCT ROUTING, EQUIPMENT LOCATIONS, ELECTRICAL
' T FLOAT SWITCH ) INSTALLATIONS AND BUILDING STRUCTURAL MEMBERS. OFFSET PIPING WHERE
. & REQUIRED TO AVOID CONFLICTS. DO NOT PENETRATE ANY MAIN STRUCTURAL BEAM.
| \ NOTIFY ARCHITECT OF ANY CONFLICTS.
DIRT LEG 3. ROUTE ALL INTERIOR WATER PIPING WITHIN BUILDING INSULATION ENVELOPE.
4. LOCATE ALL VENTS THROUGH ROOF (VTR) A MINIMUM OF 150" FROM ALL OUTSIDE
/ 2\ _GAS CONNECTION TO EQUIPMENT AR INTAKES, PLUMBING LEGEND
P0.1.1 NOT TO SCALE =
\J 5. LOCATE ALL VTR'S A MINIMUM OF 5'0" FROM EXTERIOR WALLS TO ALLOW FOR FLASHING. SANITARY SEWER PIPING
NOT TO SCALE Vv SANITARY VENT PIPNG | _ _ _ _ _ _ __
6. WHERE CHASES ARE NOT PRESENT, ROUTE VENT & WATER PIPING TOGETHER IN cwW COLD WATER PIPING _
CEILING SPACE. DO NOT CUT THROUGH STUDS. oW 0T WATER PIPING —
7. COORDINATE ALL PENETRATIONS THROUGH THE FLOOR SLABS AND BEAMS WITH SD STORM PIPING BELOW GROUND SD
STRUCTURAL FRAMING. RWL RAIN WATER LEADER ABOVE GROUND RWL
G NATURAL GAS PIPING G
) 8. DURING THE SHOP DRAWING PHASE OF THE WORK, PROVIDE DRAWINGS OF NOT
- WATER HAMMER ARRESTOR ! -
I e iy REQUIRED ON PIPING SERVING SMALLER THAN " SCALE INDICATING LOCATION & SIZE OF ALL STRUCTURAL STRAINER ha
S FLUSH VALVE EIXTURES. PENETRATIONS BY PLUMBING WORK. THIS INCLUDES ALL PENETRATIONS OF SLABS. CcO CLEANOUT —
S—o—— SEFER TO FLOOR PLAN SEE FLOOR PLAN DRAWINGS BEAMS, GRADE BEAMS, ETC. ALSO PROVIDE %" OR LARGER SCALE DRAWINGS FCO FLOOR CLEANOUT 5
FOR REQUIRED SIZE.
B 8 FOR SloEs Q . SHOWING ALL UNDERGROUND PIPING AND COORDINATION WITH OTHER TRADES. WCO | WALL CLEANOUT —
HOT WATER OF PIPE DROPS. LJ 9. ALL COMPONENTS OF THE PLUMBING SYSTEM SHALL BE PRESSURE RATED FOR THE GCO GRADE CLEANOUT — 0o
WHERE REQUIRED —— Si 2l el WATER PRESSURE THEY WILL ENCOUNTER DURING OPERATION. WH WALL HYDRANT —1
LEVEL OF FINISHED B OSE BIER oo 1
CEILING 10. THE CONTRACTOR SHALL NOT DRILL INTO OR CORE THROUGH ANY BEAM OR JOIST, OR LOOR DRAIN/AREA DRAIN S
SUB-METER CUT OR CORE THROUGH THE SLAB WITHOUT THE SPECIFIC WRITTEN APPROVAL OF THE FD/AD
X STRUCTURAL ENGINEER. ALL SUSPENDED EQUIPMENT AND PIPES SHALL BE HUNG BY u UNION AlF
HANGERS ATTACHED TO THE SLAB UNLESS OTHERWISE NOTED.
. . REFER TO FLOOR PLAN DRAWINGS HC HANDICAPPED FIXTURE
- — — - — FOR NUMBER AND TYPE OF FIXTURES 11. PROVIDE AUTOMATIC AR VENTS AT THE HIGH POINTS IN THE WATER DISTRIBUTION | | — ISOLATION VALVE >
\ SYSTEM TO REMOVE ALL TRAPPED AIR. CHECK VALVE N
d 12. PROVIDE ALL NECESSARY UNIONS, VALVES, ETC. TO MAKE CONNECTIONS HUB DRAIN i
FIXTURE  FIXTURE  FIXTURE  FIXTURE FIXTURE FIXTURE | FIXTURE ' ’ o ' PRV | PRESSURE REDUCING VALVE -
13. PROVIDE ACCESS PANELS FOR ALL ISOLATION VALVES ABOVE HARD CEILINGS VTR VENT THRU ROOF
5-0 T T T T T T T BFP BACKFLOW PREVENTER
8 BIF BELOW FLOOR
FINISHED FLOOR .
X \ FULL SIZE OF PIPE ?@/(/:C ABOVE CEILING
FULL SIZE OF PIPE DROP WATER HEATER SCHEDULE AT CEILING
DROP SALTON AFF ABOVE FINISHED FLOOR
MARK CAPACITY KW RECOVERY B/G BELOW GRADE
m SUB-METER DETAI WH-1 40 12 KW 61 GPH @ 80 DEG. RISE RPZ | REDUCED PRESSURE ZONE
P0.1.1/) NotToscale NOT TO SCALE WH-2 20 3 KW 15 GPH @ 80 DEG. RISE WHA | WATER HAMMER ARRESTOR
OTES T&P TEMPERATURE AND PRESSURE
: DS DOWNSPOUT
1. SEE ELECTRICAL DRAWINGS FOR FURTHER ELECTRICAL INFORMATION. 20 ~OOF DRAIN kRS
W.C. | WATER COLUMN
ERD | EMERGENCY ROOF DRAIN © o O
ERWL | EMERGENCY RAIN WATER LEADER
CFH CUBIC FEET PER HOUR
E. INVERT ELEVATION
THERMOMETER
WI/GAUGE COCK
TEMPERATURE &
PRESSURE RELIEF
VALVE (TYP))
HOT WATER SUPPLY:
2 1/2" PRV SET AT 75 PSI.
COLD WATER SUPPLY
N - NOTE:
( - G3=— VACUUM RELIEF COORDINATE EXACT LOCATIONS GATE VALVE
b - : 1 VALVE OF UTILITY CONNECTIONS WITH Tvp
PROVIDED HEATER oHECK '
7 - REDUCED PRESSURE ZONE (RPZ) PRESSURE
IT EQE&N%N VACUUM RELIEF T PRESSURE BACKFLOW PREVENTER (2%£) P GPN -
: TANK (5 GALLON) VALVE GAUGE AIR CARGO BUILDING C
vl \ STRAINER
B —
4@ | THERMOMETER ” ~ 215" PLUMBING
L DIELECTRIC g ] Im i — SHEET LIST, DETAILS
UNIONS FLOW -~ TF
NOTE . RELIEF PIPE \ | TO BUILDING SYSTEM AND SCHEDULES
COORDINATE EXACT LOCATIONS ELECTRIC WATER FULL SIZE OF =1 = 16 GPM
OF UTILITY CONNECTIONS WITH HEATER. STORE DISCHARGE 3/4" LINE THERMAL EXPANSION o oy
PROVIDED HEATERS WATER AT 120° F . OPENING TO DRAIN |- TANK 2 2 WBS NUMBER: DRAWN BY:
PAN — | ROUTE AIR GAP DRAIN D.07.55.009 | HUBES
EIN. FLOOR HEAT TRAP LOOPS IF PIPING TO 6" FLOOR -
FLOOR DRAIN T /."' |—I WATER HEATER IS DRAIN | " 0 ! FC NUMBER: DESIGNED BY:
JAN. SINK (TYP.) T PAN mﬁTE ggiﬁgg%’ é[ " " J; FC-6006007929-A J_HUBBS
\ k ~ h ' \ H H / AJE PROJECT NUMBER. CHECKED BY:
A A oa oA a JANITOR SINK IN 1" DRAIN LINE TO 13 PRV SET AT 80 PS| APPROVED BY-
¢ J ¢ MECH. ROOM JANITOR SINK IN NOT TO SCALE ; 80 .
’ ’ | CRAYTOR
CONCRETE PAD HEE RN 2% 2" -L24
WITH CHAMFERS 117252014
/N m SCALE:
P 01 1 NOT TO SCALE
P0.1.1 NOT TO SCALE NONE
SHEET NO:
GATE P 0 1 . 1
VALVE SEAL
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AIR CARGO BUILDING C, 100% CONSTRUCTION DOCUMENTS ISSUED FOR BID, NOVEMBER 25, 2014

CITY OF ATLANTA, GEORGIA
o o o o - () o - E— 1 e || l 4
(] | .
NCO ! | Hartsfield-Jackson \ §
IR& | isnso | | Atlanta International Airport
;0 | ' -
4SS I % I —
| : N
I : —
: J | —
I [ ’
| |
: I HEERY INTERNATIONAL, INC. 999 MATRIX 3D
I | PEACHTREE STREET, NE 44 BROAD STREET
ATLANTA, GA 30303
I I ATLANTA, GA 30309 PHONE:404.522.3801
I I PHONE: 404.419.9190 FAX: 404.522.3823
I I FAX: 404.946.2017
!_ ________ —_——— jl STEVENS & WILKINSON, INC.
100 PEACHTREE STREET NW, SUITE 2500
ATLANTA, GA 30303
PHONE: 404.522.8888
FAX: 404.521.6204
SOUTHEASTERN ENGINEERING, INC. (SEI)
2470 SANDY PLAINS ROAD
m MARIETTA, GA 30066
P1.1.1 oy
STORM LE. = 3.81° BELOW SANITARY=C,
— SANITARY I.E. = 4.19" BELOW. FINISHED FLOOR
RWL
@7 A-157SD
|
|
|
f f f | f f
|
|
|
|
|
|
|
|
(2 |
P 111 !
|
|
|
|
|
|
|
|
L
/1 PLUMBING OVERALL PLAN
P 1 1 1 SCALE: 1/16"=1"-0"
KEYED NOTES /
(1) 2" VENT UP INVERT ELEVATION = 2.60° BELOW FINISHED —
1SS ) FLOOR; SEE CIVIL SHEET C 4.2.1 FOR
(2) 3" SS FROM ABOVE CONTINUATION
_ (3) 4" SS FROM ABOVE (17) 3" NATURAL GAS UP TO GAS METER ABOVE o NORTH
@ 3" DOMESTIC WATER UP SEE CIVIL SHEET C 4.2.1 FOR CONTINUATION KEY MAP
(5) 4" SS FROM FLOOR DRAIN ABOVE CONNECT 27 FORCED MAIN FROM SUMP PUMP
INTO TOP OF 4” SANITARY PIPING USING A ™Y
(6)NOT USED. FITTING.
gole )
(7) 15" RWL FROM ABOVE 2" FORCED MAIN FROM SUMP PUMP; SEE DETAIL
o 1/P 0.1.1
. = STACK STORM PIPING, ONE ABOVE THE OTHER. ;
3"SS ™ ] , 4” RWL UP TO DOWNSPOUT BOOT
4SS O,/@ @ 15" STORM SEWER, IE= 8.4 BELOW FINISHED MANUFACTURER JAY R. SMITH MODEL
% FLOOR; SEE CIVIL SHEET C 4.2.1 FOR 1786—24
FCO CONTINUATION
= o-«f@ § , @ 2” FORCED MAIN BELOW GROUND
/ /" 6"RWL 15" STORM SEWER, IE= 10.6" BELOW FINISHED
4755 /@ ElE)?\IC%IRI\;IUiEI%vaw SHEET C 4.2.1 FOR @ 6” RWL FROM ABOVE. NO. | DATE | BY | REVISION
. o +—B/F .
/T 4SS / @ 4” SANITARY SEWER, IE= 3.90° BELOW FINISHED 2” SS FROM ABOVE. AIR CARGO BUILDING C
FLOOR; SEE CIVIL SHEET C 4.2.1 FOR G 3" S FROM SHOWER ABOVE
CONTINUATION PLUMBING
(12) 6" SANITARY SEWER, IE= 4.00' BELOW FINISHED 3” NATURAL GAS FROM ABOVE SANITARY, STORM
FLOOR; SEE CIVIL SHEET C 4.2.1 FOR ,
- / o=—27 CONTIMUATION &7 3" NATURAL GAS TO FLOOR ABOVE & SEWER AND WATER
N UNDERGROUND
47SS 6 RWL . 30 (13 3" DOMESTIC WATER SERVICE; SEE CIVIL SHEET 4" STORM SEWER, I.E. = 5.10° BELOW FINISHED PIPING PLANS
C 4.2.1 FOR CONTINUATION FLOOR; SEE CIVIL SHEET C 4.2.1 FOR
, O CONTINUATION
NCO B6RWL GEO, 4” SANITARY SEWER, IE=7.50" BELOW FINISHED N ,
FCO ” WBS NUMBER: DRAWN BY:
o - o—i FLOOR; SEE CIVIL SHEET C 4.2.1 FOR 6" SS FROM FLOOR DRAIN ABOVE D.07.55.009 J.HUBBS
4°SS GCO (11 CONTINUATION '
(30) GAS PIPING BELOW GRADE SHALL BE ENCASED G NUVBER. DESIGNED BY
26 (15 6” STORM SEWER, I.E. = 5.90° BELOW FINISHED IN A SCHEDULE 40 STEEL PIPE, ONE NOMIMAL FC-6006007929-A J.HUBBS
FLOOR; SEE CIVIL SHEET C 4.2.1 FOR PIPE SIZE LARGER THAN THE GAS SERVICE PIPE. RTINS —
o~ CONTINUATION ENCASING PIPE SHALL TERMINATE IN AN HI0730621 1. CRAYTOR
OCCUPIABLE AREA OF THE BUILDING AND SHALL
BE SEALED TO PREVENT THE ENTRANCE OF ANY JAF’ER;{VRBTY:OR
GAS LEAKAGE INSIDE THE BUILDING. CONDUIT :
- SHALL EXTEND NOT LESS THAN 4” QUTSIDE THE DATE
BUILDING, SHALL BE VENTED ABOVE GRADE TO 11/25/2014
| OUTDOORS, AND SHALL BE INSTALLED TO
PREVENT THE ENTRANCE OF WATER AND NORTH SCALE:
INSECTS. AS NOTED
72\ PLUMBING PARTIAL PLAN ,, , /3 PLUMBING PARTIAL PLAN
5T = (31 4” STORM SEWER, I.E. = 3.33 BELOW FINISHED 5T = -
o SCALE: 1/8"=1-0 FLOOR; SEE CIVIL SHEET C 4.2.1 FOR a SCALE: 1/8°=1-0
k CONTINUATION P1.1.1 /
SEAL
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CITY OF ATLANTA, GEORGIA

ittt e | A

Hartsfield-Jackson \\ §
Atlanta International Airport

HSST=

HEERY INTERNATIONAL, INC. 999 MATRIX 3D
PEACHTREE STREET, NE 44 BROAD STREET
ATLANTA, GA 30303
ATLANTA, GA 30309 PHONE:404.522.3801
PHONE: 404.419.9190 FAX: 404.522.3823

FAX: 404.946.2017

STEVENS & WILKINSON, INC.
100 PEACHTREE STREET NW, SUITE 2500
ATLANTA, GA 30303
PHONE: 404.522.8888
FAX: 404.521.6204

SOUTHEASTERN ENGINEERING, INC. (SEI)
2470 SANDY PLAINS ROAD
3 MARIETTA, GA 30066
P 2 1 1 PHONE: 770.321.3936
sl FAX: 770.321.3935

S
@~
S

/"1 PLUMBING OVERALL PLAN

P21.1 SCALE: 1/16"=1-0"

A\

KEYED NOTES

AIR CARGO BUILDING C, 100% CONSTRUCTION DOCUMENTS ISSUED FOR BID, NOVEMBER 25, 2014

o NORTH
(1) 2" VENT FROM BELOW {15) MOUNT DOWN SPOUT NOZZLE 18" ABOVE !
FINISHED GRADE. MANUFACTURER: KEY MAP
(2) 3"SS DOWN IN CHASE; ROUTE JAY R. SMITH MODEL: 1770
3"SS TO CARRIER AJACENT TO
PIPING AND CONNECT AS REQUIRED. 15" RWL FROM ABOVE
(3) 4" SS FROM ABOVE {17y COORDINATE LOCATION OF ELEVATOR SUMP PUMP Lo
CONTROLLER WITH ELEVATOR EQUIPMENT.
3" VENT UP
O 2" VENT TO FLOOR ABOVE
(5) 6" RWL FROM ABOVE 4" SS DOWN & THROUGH FLOOR
(7) 37 sS DOWN @1 3" SS FROM JANITOR SINK ABOVE
6" FD"B” (22 PROVIDE 3” DEEP, 14 GAUGE GALVANIZED SHEET - U NO. | DATE | BY | REVISION
METAL DRIP PAN BELOW ALL DRAIN PIPING AT
@ 3" SS FROM FLOOR DRAIN ABOVE THE CEILING OF THE ELECTRICAL ROOM. SLOPE AIR CARGO BUILDING C
) DRIP PAN TO A SINGLE LOW POINT, FOLLOWING
6" RWL DOWN THE SLOPE OF THE PIPING, PROVIDE 1" COPPER PLUMBING
@ WALL CLEANOUT DRAIN LINE FROM DRIP PAN AND ROUTE TO 4 OPERATIONS LEVEL
HUB DRAIN IN THE MECHANICAL ROOM.
ROUTE 2" FORCED MAIN TO SANITARY, STORM
4" HUB DRAIN AND SPILL. (23 6” ERWL FROM ABOVE SEWER AND VENT
{13 2" FORCED MAIN FROM BELOW PIPING PLANS
8" ERWL FROM ABOVE I
WBS NUMBER: DRAWN BY:
D.07.55.009 JHUBBS
FC NUMBER: DESIGNED BY:
FC-6006007929-A J.HUBBS
A/E PROJECT NUMBER. CHECKED BY:
HI1-0730621 J. CRAYTOR
APPROVED BY:
J. CRAYTOR
DATE:
11/25/2014
NORTH S(:LSE:NOTED
/2" PLUMBING PARTIAL PLAN /3°\ PLUMBING PARTIAL PLAN
P211 SCALE: 1/8"=1-0" P211 SCALE: 1/8"=1"-0" P 2 1 1
SEAL " /

NOT RELEASED FOR CONSTRUCTION




-l CITY OF ATLANTA, GEORGIA
T b R |

® ® ® ® @\@ ® SR - " v

PHONE: 404.419.9190 FAX: 404.522.3823
FAX: 404.946.2017

1 ” I I .
8" ERWL @ 8" ERWL @ () o ERIL 6" ERWL (9 (@) 157 RWE — @ 8" ERWL @ | J: Hartsfield-Jackson X
\ \ \ \ K / / ! , Atlanta International Airport
CO 2 ; - ; - ; » CO 8" ERWL ' I
8" RWL 10" RWL 127 RWL 127 RWL . O+ 10" RWL / 8" RWL | m . -
@ | .
i I —
' ' H SS I N
I |
' I S—
| — | ’
| |
I
: | HEERY INTERNATIONAL, INC. 999 MATRIX 3D
| PEACHTREE STREET, NE 44 BROAD STREET
I | ATLANTA. GA 30309 ATLANTA, GA 30303
| ; PHONE:404.522.3801
| |
| |
| |

STEVENS & WILKINSON, INC.
100 PEACHTREE STREET NW, SUITE 2500
ATLANTA, GA 30303
PHONE: 404.522.8888
FAX: 404.521.6204

SOUTHEASTERN ENGINEERING, INC. (SEI)
2470 SANDY PLAINS ROAD
3 MARIETTA, GA 30066

PHONE: 770.321.3936
P 2 2 ' 1 FAX: 770.321.3935

8" RWL 10" RWL 12" RWL (10 (10

=0 7 3 12" RWL - : iE
8" ERWL 8" ERWL 8" ERWL 5" ERWL/{ [ 10" RWL \ 8" RWL \
@ @ @ / @ @ 8" ERWL @ 8" ERWL @ 8" ERWL

@ @ @ & — o o[ @ & @

\

/"1 PLUMBING OVERALL PLAN

P22.1 SCALE: 1/16"=1-0"

A\

KEYED NOTES

(1) 2" VENT FROM BELOW
(2) 2" SS DOWN _
(3) 4" SS DOWN _ , , NORTH
(4) 8” RWL FROM ROOF DRAIN ABOVE KEY MAP

(5) 15" RWL DOWN TO BELOW

AIR CARGO BUILDING C, 100% CONSTRUCTION DOCUMENTS ISSUED FOR BID, NOVEMBER 25, 2014

- @ 4” RWL FROM ROOF DRAIN ABOVE : W /@
:I: 2 @ 3” FD"A" / il ” L
= -1 /12
M- 4” VENT UP _-.2_”\4'2"
=t {9) 6" RWL TO FLOOR BELOW cf omo(8)
3 cl 8" ERWL FROM ROOF DRAIN ABOVE
T
| (1) 8" ERWL DOWN
IZ' (12) ROUTE T&P DRAIN FROM WATER HEATER TO NO. | DATE | BY | REVISION
SERVICE SINK IN MECHANICAL ROOM BELOW AND
& S S e, . AIR CARGO BUILDING C
(9 | (13 4" ERWL FROM ROOF DRAIN ABOVE 71 PLUMBING
— 6” ERWL TO FLOOR BELOW OFFICE LEVEL
@ . SANITARY, STORM
@ 6 RWL FROM ROOF DRAIN ABOVE SEWER AND
l 6” ERWL FROM ROOF DRAIN ABOVE VENT PIPING PLANS
)
6" ERWL DOWN
@ . . " WBS NUMBER. DRAWN BY:
3" FD"B". D.07.55.009 J.HUBBS
FC NUMBER: DESIGNED BY:
FC-6006007929-A J.HUBBS
A/E PROJECT NUMBER. CHECKED BY:
HIl-0730621 J. CRAYTOR
APPROVED BY:
J. CRAYTOR
DATE:
11125/2014
NORTH SCALE:
AS NOTED
2 PLUMBING PARTIAL PLAN 3 \ PLUMBING PARTIAL PLAN _
SHEET NO:
P221)  scak g=10 P221)  scaE g=10 P 2 2 1
SEAL Y /

NOT RELEASED FOR CONSTRUCTION




CITY OF ATLANTA, GEORGIA

o i o - o r )" . R : "z

i ; - % i % % i % 7 : -
11'1 " IRH=CC=23 @/ ' 1‘1" IRH-CC-22 @/ 1‘1" |RH—Cé—25 @/ 1‘1"TRH—CC—20 @/ f1"|RH—CC—19 ' @'/lF:H—CC—i'1 G 4 ,, Hartsfleld-Jackgon .
&) 200 CFH §3) 200 CFH {3 200 CiF (13)200 CH (3) 200 crr 200 CFH 3y % Atlanta International Airport
,

57 o [ HesTE

HEERY INTERNATIONAL, INC. 999 MATRIX 3D

PEACHTREE STREET, NE 44 BROAD STREET
ATLANTA, GA 30303
ATLANTA, GA 30309 PHONE:404.522.3801

PHONE: 404.419.9190 FAX: 404.522.3823
FAX: 404.946.2017

STEVENS & WILKINSON, INC.
100 PEACHTREE STREET NW, SUITE 2500
ATLANTA, GA 30303
PHONE: 404.522.8888
FAX: 404.521.6204

SOUTHEASTERN ENGINEERING, INC. (SEI)
2470 SANDY PLAINS ROAD
3 MARIETTA, GA 30066
HVU-CC-01 HVU—-CC-02 ° P311 PHONE: 770.321.3936
518 CFH 518 CFH A r FAX: 770.321.3935

&7 o

2”
IRH—CC—01 IRH—CC—02 IRH—CC—03 IRH—CC—04 IRH—CC—05 IRH—CC—06 IRH-CC—07 IRH—CC—-08 IRH—CC—09 IRH—CC—10 IRH—CC—11 IRH-CC—12 IRH-CC—13 IRH-CC—14 IRH-CC—15 IRH—CC—16 IRH-CC—17
100 CFH 100 CFH 100 CFH 100 CFH @ 100 CFH @ 100 CFH @ 100 CFH 100 CFH @ 100 CFH 100 CFH @ 100 CFH @ 100 CFH @ 100 CFH @ 100 CFH @ 100 CFH @ 100 CFH @ 100 CFH @

l i [ oo L L ZY T | b AT ] wl e D7 | v A

- - ya) _ _ 3” r ___________________ I ) ]
%" 11%” 17%” 17" I — 2 @ ri‘ - - 411 2 -

AIR CARGO BUILDING C, 100% CONSTRUCTION DOCUMENTS ISSUED FOR BID, NOVEMBER 25, 2014

P3.1.1
| /%%2
.
m PLUMBING OVERALL PLAN
P3.1.1)  scae 1me=1-0"
KEYED NOTES
(1) 3" COLD WATER FROM BELOW WITH ENTRANCE 43) 1" NATURAL GAS FROM CEILING SPACE ABOVE //
(2) 2%" COLD WATER TO FLOOR ABOVE PROVIDE 3" 1”7 NATURAL GAS TO AIR UNIT; PROVIDE GAS
DEEP, 14 GAUGE GALVANIZED SHEET METAL DRIP COCK AND PRESSURE REGULATOR SET AT AC—CC—-01
14"W.C. SEE DETAIL 2,/PO.1.1
PAN BELOW ALL DRAIN PIPING AT THE CEILING C. 1 o 120 CFH e NORTH
OF THE ELECTRICAL ROOM. SLOPE DRIP PAN TO )
A SINGLE LOW POINT, FOLLOWING THE SLOPE OF {5 %" HOT WATER FROM ABOVE KEY MAP
THE PIPING, PROVIDE 17 COPPER DRAIN LINE "
FROM DRIP PAN AND ROUTE TO 4" HUB DRAIN %" HOT & COLD WATER TO SERVICE SINK .
IN' THE MECHANICAL ROOM. {7) 1%" NATURAL GAS FROM ABOVE; PROVIDE GAS — C —
@ 1%” COLD WATER AND %” HOT WATER FROM COCK AND PRESSURE REGULATOR SET AT 14" 74 3,”
FLOOR ABOVE w.C. Oy
3/4-”
(Z) 1%" COLD WATER AND %" HOT WATER DOWN IN NATURAL GAS PIPING FROM BELOW GRADE. N o -
CHASE SEE DETAIL 7/P 0.1.1 PROVIDE EXPANSION JOINT IN GAS PIPING TO C)ﬂ@
@ PROVIDE A MINIMUM OF 4" MOVEMENT. 5
2" COLD WATER UP. )
Q0) PROVIDE EXPANSION JOINT IN COLD WATER %
o PIPING TO PROVIDE A MINIMUM OF 4"
" - 277
3 @ NEW GAS METER, AND REGULATOR TOTAL GAS MOVEMENT. - NO. | DATE | BY REVISION
— LOAD = 4836 MBH AT 2 PSI @1) %" COLD WATER DOWN. INSTALL WALL HYDRANT
FoTA APPROX. 24" ABOVE FINISHED GRADE OR FLOOR AIR CARGO BUILDING C
(7) PROVIDE WHA"B" ‘ LOOR.
o 22) NATURAL GAS PIPING BELOW MEZZANINE, HOLD | PLUMBING
EESV'DDEETAIZL/Z’ A /?DACOK:L?W PREVENTER AND PRV. TIGHT TO STRUCTURE AND COORDINATE WITH OPERATIONS LEVEL
1 OTHER TRADES.
20 OUT WATER BELOW MEZZANINE AN DOMESTIC WATER
36 ' {9 ROUTE COLD WATER BELOW MEZZANINE AND @3 PROVIDE SUB—METERING WALL MOUNTED ON ©,
A/C CATWALK LEVEL, HOLD TIGHT TO STRUCTURE AND COLD WATER LINE FOR THE RAMP OFFICE PIPING PLANS
COORDINATE WITH OTHER TRADES.
2" NATURAL GAS TO FLOOR ABOVE @4 %" COLD WATER DOWN TO ELECTRIC WATER TSR Y
. COOLER D.07.55.009 JHUBBS
(1) 2%" NATURAL GAS TO FLOOR ABOVE
@ 3" NATURAL GAS PIPING DOWN FC NUMBER: DESIGNED BY:
42) %" NATURAL GAS TO AIR UNIT; PROVIDE GAS G 5 FC-6006007929-A J-HUBBS
COCK AND PRESSURE REGULATOR SET AT 37 NATURAL GAS PIPING FROM BELOW WE PROJECT NUVBER CHECKED B’
14"W.C. SEE DETAIL 2/P0.1.1 | HI-0730621 J. CRAYTOR
APPROVED BY:
J. CRAYTOR
DATE:
11/25/2014
SCALE:
m PLUMBING PARTIAL PLAN NORTH AS NOTED
m PLUMBING PARTIAL PLAN P3.11/)  scae 1g=rar SHEETNG
P311 SCALE: 1/8"=1-0" P 3 1 1
SEAL " /
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11/4”

(3X7)
c—7 / X4
o e
&) = 2 ! ey
- - St
P —F=31 e

/ 2\ PLUMBING PARTIAL PLAN

P3.2.1

SCALE: 1/8"=1"-0"

211

21/211

21/2”

/"1 PLUMBING OVERALL PLAN

P3.21/) scae 116=1-0"

KEYED NOTES

(1) 1%" COLD WATER & %" HOT WATER DOWN IN

WALL TO FLOOR BELOW

2" COLD WATER DOWN IN CHASE

SEE DETAIL 4/P 0.1.1
@ 11" COLD WATER DOWN

(4) 2%” COLD WATER FROM BELOW.
(B) %" HOT & COLD WATER DOWN

(6) 1" HOT & COLD WATER DOWN SEE

DETAIL 4/P 0.1.1
@ PROVIDE WHA"B”

WATER HEATER WH-2. SEE DETAIL 2/P 0.1.1
(9) WATER HEATER WH-1. SEE DETAIL 2/P 0.1.1
2" NATURAL GAS PIPING FROM BELOW UP TO

ROOF ABOVE

{(11) 2" COLD WATER FROM BELOW IN CHASE

(12) 1" COLD WATER

(13 2%" NATURAL GAS FROM BELOW

114" NATURAL GAS DOWN

(15 1" NATURAL GAS DOWN
%" HOT WATER DOWN
@ PROVIDE WHA"C”.

PROVIDE EXPANSION JOINT IN GAS PIPING TO

PROVIDE A MINIMUM OF 4" MOVEMENT.

11/4”

@ |

/3 PLUMBING PARTIAL PLAN

P3.2.1

SCALE: 1/8"=1"-0"

NORTH

CITY OF ATLANTA, GEORGIA

/A
Hartsfield-Jackson “

Atlanta International Airport

HSST=

HEERY INTERNATIONAL, INC. 999 MATRIX 3D
PEACHTREE STREET, NE 44 BROAD STREET
ATLANTA, GA 30303

ATLANTA, GA 30309 PHONE:404.522.3801

PHONE: 404.419.9190 FAX: 404.522.3823
FAX: 404.946.2017

STEVENS & WILKINSON, INC.
100 PEACHTREE STREET NW, SUITE 2500
ATLANTA, GA 30303
PHONE: 404.522.8888
FAX: 404.521.6204

SOUTHEASTERN ENGINEERING, INC. (SEI)
2470 SANDY PLAINS ROAD
MARIETTA, GA 30066
PHONE: 770.321.3936
FAX: 770.321.3935

A\

NORTH

KEY MAP

NO. | DATE B

=<

REVISION

AIR CARGO BUILDING C

PLUMBING
OFFICE LEVEL
DOMESTIC WATER
PIPING PLANS
. WBS NUMBER: DRAWN BY:
D.07.55.009 J.HUBBS
FC NUMBER: DESIGNED BY:
FC-6006007929-A J.HUBBS
AJE PROJECT NUMBER. CHECKED BY:
HII-0730621 J. CRAYTOR
APPROVED BY:
J. CRAYTOR
DATE:
11/25/2014
SCALE:
AS NOTED
SHEET NO:
P3.2.1 Y,

AIR CARGO BUILDING C, 100% CONSTRUCTION DOCUMENTS ISSUED FOR BID, NOVEMBER 25, 2014
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CITY OF ATLANTA, GEORGIA

____________ | Z
Hartsfield-Jackson “

|
| |
| |
©-8"RD"A” ©8"RD"A" © 8"RD"A’ © 6"RD"A” ©-8'RD"A” ©8"RD"A" @ 8'RD"A” : . Atlanta International Airport
7700 SQFT 7700 SQFT 7700 SQFT 3902 SQFT 7820 SQFT 7700 SQFT 3000 SQFT | I —y
© 8"ERD"A” © 8”ERD"A” ©8"ERD"A” ©6"ERDTA” © 8"ERD"A” © 8"ERD"A” © 8”ERD"A” I ' _——
7700 SQFT 7700 SQFT 7700 SQFT 3902 SQFT 7820 SQFT 7700 SQFT 8000 SQFT | : [N
' , [\
: . —
| | ’
| |
| |
I I HEERY INTERNATIONAL, INC. 999 MATRIX 3D
I | PEACHTREE STREET, NE ;\‘#Lﬁgﬁf’ 5;253502
| 1 ATLANTA, GA 30309 PHONE:404.522.3801
I | PHONE: 404.419.9190 FAX: 404.522.3823
I I FAX: 404.946.2017
L ____________ JI STEVENS & WILKINSON, INC.
100 PEACHTREE STREET NW, SUITE 2500
ATLANTA, GA 30303
PHONE: 404.522.8888
FAX: 404.521.6204
SOUTHEASTERN ENGINEERING, INC. (SEI)
2470 SANDY PLAINS ROAD
m MARIETTA, GA 30066
& et
6 2] E R D ”A 2]
4364 |SQFT
8"ERD"A” 8"ERD"A” 8"ERD"A” 8"ERD"A” 8"ERD"A” ERO"A”
© 8900 SQFT © 8600 SQFT © 8600 SQFT © © 8720 SQFT © 8600 - SQFT © gg%%D SAQFT
@ 8”RD”A” © 8”RD”A” @ 8”RD”A” @ " " 9 @ 8”RD”A” © ’ " ' @ 8’,RD”A”
8900 SQFT 8600 SQET 8600 SQFT 4302 SQFT 8720 SQFT 3600 SOFT 8900 SQFT
P iy iy Ny

\

/1 PLUMBING OVERALL PLAN

P43.1/)  scae 116=1-0"

A\

AIR CARGO BUILDING C, 100% CONSTRUCTION DOCUMENTS ISSUED FOR BID, NOVEMBER 25, 2014

NORTH
N KEY MAP
h o KEYED NOTES
1h" Q1" 1h" . (1) ROUTE 1%” GAS LINE TO UNIT AND CONNECT AS
®+ +® ®+ REQUIRED. SEE DETAIL 2/PO0.1.1
RTU—CC—Q2 RTU—CC—01 RTU—CC—03 (2) 4" VIR
500 CFH 500 CFH 500 CFH
(3) 2" NATURAL GAS PIPING FROM BELOW. SEE 2/P
3.1.1 FOR CONTINUATION o(2)
NO. DATE BY REVISION
AIR CARGO BUILDING C
PLUMBING
ROOF LEVEL
PLANS
4"ERD"A” 4”ERD"A”
1 3% 5D SQFT 1 3% 5D SQFT WBS NUMBER: DRAWN BY-
. . B - D.07.55.009 JHUBBS
~ 4 'RD"A 4°RD A
1395 SQFT O@ 1395 SQFT FC NUMBER: DESIGNED BY:
< FC-6006007929-A J.HUBBS
A/E PROJECT NUMBER. CHECKED BY:
HII-0730621 J. CRAYTOR
APPROVED BY:
J. CRAYTOR
DATE:
11/25/2014
NORTH SCALE:
AS NOTED
2 PLUMBING PARTIAL PLAN 3 PLUMBING PARTIAL PLAN _
SHEET NO:
P431 SCALE: 1/8"=1'-0" P431 SCALE: 1/8"=1'-0" P 4 3 1
SEAL " /

NOT RELEASED FOR CONSTRUCTION




AIR CARGO BUILDING C, 100% CONSTRUCTION DOCUMENTS ISSUED FOR BID, NOVEMBER 25, 2014

4 .
\|:I 4"VTR
I h on
I I
I I
d1p 4"VIR |
| > | ~
| NG N Y " F_1 1%
| r\: \—XI\I/\I | F-1A - % CITY OF ATLANTA, GEORGIA
| | | |
: ! s < ), 4
I 2" .
| 271 24 A 2 . ' Hartsfield-Jackson ~ ~ \&
| T APl et o I/\d 1 e - - Atlanta International Airport
| I~ 2 | 2y -
| S o L | ] co —
| AN . | o —
- SRR 0% —
I
| o |(2.. o | | F-1A s J?\1
- | 0 \ 2-F1A
| | ~ HEERY INTERNATIONAL, INC. 999 MATRIX 3D
| | | | PEACHTREE STREET, NE 44 BROAD STREET
I I I I ATLANTA, GA 30309 A-I-I_AN-I-A’ GA 30303
| I I I PHONE: 464.419.9190 PII;I/SI\IEI(;ILI)“IS?ZZ%;???I
| | | 1 404,522,
I : | | REFERENCE P 1.1.1 FOR 4'HD— || ) FAX: 404.946.2017
I I I I CONTINUATION I2 STEVENS & WILKINSON, INC.
| I | 4" | 100 PEACHTREE STREET NW, SUITE 2500
| | | |I:'7 | | ATLANTA, GA 30303
| [>- | | ER 4045216204
=13 /N |
I F'2 I 3/' SOUTHEASTERN ENGINEERING, INC
4 , INC. (SEI)
I | 2470 SANDY PLAINS ROAD
F-3 I | \ MARIETTA, GA 30066
<I/\/LI SR G T P e T
I
I
I
I F-3 |
< |
I
/\-/l./' | | I
I
I
I
IO
g T <7
I | 50 GPM
| I SUMP PUMP
I
. P o
s e RAMP OPPS SANITARY SEWER e
N
IE | 7\ AND VENT RISER DIAGRAM FEQUEG
y | P53/ NOTTO SCALE >\§/‘ SUB
I - METER
I2" F-1A e 1-1/2" Y
3" I -
| J / | o
> | - <
CO I 22" |
| BACKFLOW
| PREVENTOR
| N
L
3'FD F-7 —~L_
/KT | FRONT OFFICE DOMESTIC - 2 ool
3\ WATER RISER DIAGRAM SERVICE
P53.1 NOTTOSCALE
T
I /&-6
| !
| Z - % WH-2
I ,></< F-4A
: FAA
I
I
I
2
I | 2!
I
|
I
| -
I 2
I REFERENCE P 3.1.1 FOR
| : CONTINUATION
| F-7 g\
z
REFERENCE P 3.1.1 FOR g
CONTINUATION
?/u
F-5
e 4
WH MOUNTED 2'-0" ABOVE
E(EEECI{OEIIIII':IEIUC AI\\Q'IE)RIRAWINGS / FINISHED GRADE NO. | DATE | BY REVISION
-\ RAMP OPPS DOMESTIC WATER RISER DIAGRAM AIR CARGO BUILDING C
P53.)  NOTTO SCALE
50 GPM PLUMBING
SUMP PUMP RISER DIAGRAMS
WBS NUMBER: DRAWN BY:
D.07.55.009 | HUBBS
FC NUMBER: DIéSIGNED BY:
FC-6006007929-A
AJE PROJECT NUMBER. ‘CIHEI;IIEIDF;B?S
HII-0730621
J. CRAYTOR
APPROVED BY:
LCRAYTQOR
REFERENCE CIVIL DRAWINGS DATE!
FOR CONTINUATION 11/25/2014
SCALE:
2\ FRONT OFFICE SANITARY SEWER AND VENT RISER DIAGRAM NONE
P53.9 NOTTOSCALE SHEET NO:
\_ P 5.3.1
SEAL
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IRH-CC-01
100 MBH

IRH-CC-02
100 MBH

3/4!!

IRH-CC-03
100 MBH

%n

IRH-CC-04

100 MBH
3/4!!

11/4||

1"

IRH-CC-05

100 MBH
3/4!!

(1

11/4||
HVU-CC-01
518 MBH
2u
H-CC-06
0 MBH
RTU-CC-02
500 MBH

>
2“
3“
3"
S—
NEW GAS METER
4836 MBH @ 2 PSI

NATURAL GAS RISER DIAGRAM

1"
11/4||
i
IRH-CC-16
200 MBH
2||
21/2||
2“
21/2"
RTU-CC-01
—500 MBH
11/4!!
RTU-CC-03
500 MBH

P53.1

NOT TO SCALE

11/4||

11/4||

1"

~TRH-CC-15
200 MBH

% IRH-CC-07

100 MBH

1 1/4||

IRH-CC-08
100 MBH

3/4|l

IRH-CC-09
100 MBH

1‘]/4!!
1u
11/4||
s
TRH-CC-14
200 MBH
IRH-CC-10
%100 MBH

-

11/4||

HVU-CC-02
518 MBH

IRH-CC-11
100 MBH

11/4||
1||
i
IRH-CC-13
200 MBH

1"

1"

i

TRH-CC-12
200 MBH

CITY OF ATLANTA, GEORGIA

/A

Hartsfield-Jackson \\ §
Atlanta International Airport

HSST=

HEERY INTERNATIONAL, INC. 999 MATRIX 3D

PEACHTREE STREET, NE 44 BROAD STREET
ATLANTA, GA 30303
ATLANTA, GA 30309 PHONE:404.522.3801

PHONE: 404.419.9190
FAX: 404.946.2017

FAX: 404.522.3823

STEVENS & WILKINSON, INC.
100 PEACHTREE STREET NW, SUITE 2500
ATLANTA, GA 30303
PHONE: 404.522.8888
FAX: 404.521.6204

SOUTHEASTERN ENGINEERING, INC. (SEI)
2470 SANDY PLAINS ROAD
MARIETTA, GA 30066
PHONE: 770.321.3936
FAX: 770.321.3935

NO. | DATE BY REVISION

AIR CARGO BUILDING C

PLUMBING
NATURAL GAS
RISER DIAGRAMS

——
WBS NUMBER: DRAWN BY:

D.07.55.009
J. HUBBS

FC NUMBER: DESIGNED BY:

FC-6006007929-A
J_HUBBS

AJE PROJECT NUMBER.
HII-0730621

CHECKED BY:

J. CRAYTOR

APPROVED BY:

LCRAYIQOR

DATE:

11/25/2014

SCALE:

NONE

SHEET NO:

P 5.3.2

SEAL
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